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Dual Switch Manual Call Point
Installation Guide

Technical Information

  0-33V DC  -40°C to 70°C  IP44

Product Overview

Item Qty. Item Qty.
1. Head unit 1

5. Fixing screws
(NOT SUPPLIED) N/A

2. Fixing screws 2
3. Mounting bracket 1 6. Backbox 1
4. Earth Continuity Terminal 1 7. Reset key 1
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Installation
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Part No Product Name Type
SA5900-011 Dual Switch Manual Call Point (Green) Indoor

Do not overtighten screws

Note the alignment marks

Switches are shown in the alarm condi-
tion (released).
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Commissioning
The installation must conform to BS5839–1 (or applicable local codes).

Transparent Hinged Cover
To provide additional protection against accidental operation, a      
Transparent Hinged Cover, part no 44251-189, is available or 44251-175 for 
multiples of 10. 
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PP2523 - Dual Switch Manual Call Point Data Sheet


